85 ¢¢ o

MATERIAL WALL THICKNESS
PRE-CAST CONC.- MIN. /12 "D"
CAST-IN-PLACE CONC. MIN. 8"

NEENAH RI712, OR AFPROVED

AND

NOTE:

ALL CONNECTIONS ARE FLARE TYPE
CONFORMING TO AWWA/ANSI C800

8" WHERE NO
SIDEWALK FXISTS——\

"WATER" ON LID

; =
EﬁE‘U' SECTION COUNTY STSEQTLS SR%ET
5827 | 02-00221-00-RP ISLAND|  °

EQUAL, CAST IRON FRAME ‘
COVER LETTERED "WATER™——_ !
BITUMINOLS /—FINISHED GRADE
A T
MASTIC BED Aﬁx T e SERVICE BOX \ | 5 WATER SERVICE BOX
; BUFFALO OR ARCH TYPE | I CURB BOX
N u CORPORATION AY MCDONALD #5601 w | ° ( )
v & - STOP COUPLING W/ 2 HOLE ERIE PATTERN S 2 ]
W3 : = BALL TYPE RATED LID OR EQUAL. | 5 E s
RO g ] - - - =
22, ‘ < @ 300 PS \ TAP SERVICE PIPING R =
7 5° DIRECT _—#_COPPER TUBE-TYPE "K”
g E] = BITUMINOUS CONNECT] T
D._ f— i
iy 7 masTIC BED B : CURB BOX SLEEVE TO BE
II - / 2, ! i MUELLER H-10342 OR
) CONCRETE PEDESTAL, L STl - % A.Y. McDONALD 5639
PROVIDE 1/2" PREFORMED WIDTH OF PIPE WIDE BY / I T4 OR EQUAL
JOINT FILLER BETWEEU T e LENGTH TO MATCH / —
PIPE AND PEDESTAL [ 7T T I VALVE BOX CURB STOP COUPLING
o M]N_JT \ WATERMAIN BALL TYPE RATED
3500 PSI CONCRETE POURED © 300 PSI
IN PLACE OR PRECAST SEALED NOTE:
TO VAULT, ON 6" SAND CUSHION
Each water service pipe shall be connected to the water main through a brass WATER SERVICE
corporation stop. The main shall be tapped at an angle of 45 degrees with the CONNECTION CURB BOX
NOTE: TYPICAL ) vertical, and the stop must be turned so that the T-handle will be on the top. Any AND SLEEVE
—_— VALVE VAULT DETAIL damage, tears, cuts, etc. of the polyethylene wrap shall be repaired after tapping and DATE CITY OF MOLINE _
ior to backfilling. ! ! CITY OF MOLINE
FRAMES AND LIDS SHALL BE S BTN prior R #2L 425
LOCATED OVER CENTER OF OPERATING NUT. 3/0L]  STANDARD | #23 ® STANDARD STANDARD
—BRACE PLUG AGAINST , PAINTED SAFETY
/ UNDISTURBED EARTH 3 | YELLOW IF PRIVATE — FLAIR BY IRON PIPE
BALL CURB VALVE
PAINTED SAFETY
ORANGE COPPER TUBE - TYPE "K"
g —CLOW MEDALLION
L /" OR MUELLER SUPER R PN
NN AKX
CENTURION 250 R \\///\\//\\
MIN. 16" X 16" X 4" R X
CONC. BLOCKING /BREAK FLANGE >\///\\///\\///\ \//>\//>
CONSTRUCTION SN SRS
A ES K
AL QUL XK
NN, X FINISHED GRADE
SAANAYS NN LINE AT THE TOP
MUELLER RESILIENT G G 3" SHREDDED HARDWOOD  {{] OF THE BULB
> WEDGE 2360 XX X BARK MULCH LAYER IN {4 /
BRACE PLUG AGAINST X AL < 6' DIA. RING 5 / ~ FINISHED GRADE
¢ OR CLOW RESILIENT BALL CORP- s e
UNDISTURBED EARTH — /\\ — MIN. 16" X 16" X L P/ /' LINE AT THE TOP
\ /// WEDGE F6100 ——— / . , TOP OF MAIN i/ /
\\\\\/ / CONC. BLOCKING \//\\\//\\\/7 N o OF THE BULB
O, 2% A EOCAKK R
>//\\\/ TEE-WITH A ‘ ' SN NN
i u & oL . e LY
{/\\\; 6" BRANCH ﬁ/"sg%w_ R 7 / 3”7 MIN.
>t s N d r o »
LK A\ O BN L WATERMAIN —/
>//\\\/ f%ﬂ\ et ¢ DIRECT CONNECTION TOPSOIL
N
R . S MIN. 16" X 16" X 4° — TAMPED TOPSOIL
o N oS = y CONC. BLOCKING STANDARD TESTING BACKFILL AT I/3 AS
NOTES: 90° ELBOW. \///\\\/ EE&U'SEEOD / &ﬁi ' CONNECTION THICK AS THE BULB
X MINIMUM 4 CU. FT. OF
N A DATE|  CITY OF MOLINE
ﬁh;lglnggEDBEﬁgTﬁGmNST FITTING| FIRE HYDRANT AGGREGATE, 2" CLEAN —{zmo STANDARD I#zs TREE PLANTING DETAIL
ARROWS INDICATE DIRECTION OF ASSEMBLY EXTENDING ABOVE
DRAIN HOLES
THRUST. crry oF DEPARTMENT OF PUBLIC WORKS / ENG. DIV. (309) 707-0700
ALL BLOCKS TO BE 3500 P.S.I. THRUST BLOCK 3635 4TH AVENUE, MOLINE, IL 61265
CONCRETE. INSTALLATIONS FIRE HYDRANT = 7TH STREET RECONSTRUCTION & WIDENING
ALL FITTINGS SHOWN IN PLAN NOTE: ASSEMBLY = 33RD AVE TO SOUTH OF WILDWOOD DRIVE
EXCEPT VERTICAL BEND. L e DETAILS
[;%Té—i C‘ST‘FAOIQSXEEIBE #26 HYDRANT CONNECTIONS SHALL BE EA_TEI CITY OF MOLINE 07 MﬁINE DESIGNED MEF SHEET IR oF 3L
MADE WITH MJ FIELD LOK JOINTS. 12705 STANDARD ILLINOIS DRAWN MEF PROJECT No.  _MFT22




